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" SHEET NOTES h

SECRCICACRCES

RE INSTALL EXISTING RELOCATED POLE LIGHT, PROVIDE NEW POLE BASE AND
POWER CONNECTION TO EXISTING SITE LIGHTING BRANCH CIRCUIT.

NOT USED.

EXISTING POLE LIGHT AND CIRCUIT TO REMAIN IN SERVICE.

DISCONNECT AND RELOCATE EXISTING POLE LIGHT FIXTURE, SEE SHEET NOTE

NO. 1 FOR NEW LOCATION. SEE DEMO PLAN #CD100 FOR MORE
INFORMATION.

DISCONNECT AND REMOVE EXISTING POLE LIGHT FIXTURE, RETURN FIXTURE TO
OWNER. SEE DEMO PLAN #CD100 FOR MORE INFORMATION.

NEW UNDERGROUND 3/4" CONDUIT AND WIRING FOR PATHWAY LIGHTING
POWER CONNECTION.

PROVIDE LIGHTING PULL BOX AND INTERCEPT EXISTING SITE LIGHTING CONDUIT
AND WIRING, REROUTE AND EXTEND EXISTING LIGHTING CIRCUITS PER PLANS.

(" ELECTRICAL GENERAL NOTES °

o

10.

1.

ELECTRICAL CONTRACTOR SHALL APPRISE HIMSELF OF ALL EXISTING
CONDITIONS AT SITE WHICH INCLUDING OVERHEAD AND UNDERGROUND
UTILITY SERVICE SUCH AS POWER, TELEPHONE, CATV, GAS, WATER AND
SEWER; PROVIDE MINIMUM WORKING CLEARANCE PER UTILITY COMPANY
REQUIREMENT BEFORE STARTING WORK.

ELECTRICAL CONTRACTOR SHALL ARRANGE A MEETING WITH LOW
VOLTAGE CONTRACTORS (FIRE, SECURITY, TELEPHONE, COMPUTER AND
CATV), REVIEW THEIR EQUIPMENT AND DRAWINGS, INCLUDING ALL
ELECTRICAL REQUIREMENT IN HIS SCOPE OF WORK PRIOR TO BID.
CIRCUIT BREAKERS USED TO SWITCH FLUORESCENT FIXTURES TO BE
APPROVED FOR SWITCHING DUTY AND SWD TYPE.

PROVIDE MINIMUM 36" WORK CLEARANCE IN FRONT AND 30" WIDE

W

ALL EQUIPMENT TO HAVE TESTING LABORATORY LABEL ATTACHED. (UL,

OSA, ...)

GROUND ALL ELECTRICAL EQUIPMENT AS PER TITLE 24 AND
CALIFORNIA ELECTRICAL CODE (CEC), SECTION 250—50.
FLUORESCENT BALLASTS SHALL MEET THE CERTIFICATION
REQUIREMENTS OF ARTICLE 2-5314 (A) OF CALIFORNIA ENERGY
STANDARDS, TITLE 24.

SURFACE MOUNTED FIXTURES SHALL BE SECURED TO BLDG.
STRUCTURE, NO TOGGLE BOLTS SHALL BE ALLOWED.

PENETRATIONS OF FIRE RATED WALLS, CEILINGS OR FLOOR SHALL
COMPLY WITH UBC REQUIREMENTS.

ALL WIRING SHALL BE INSTALLED IN CONDUIT RACEWAY. PVC SCH. 40
CONDUIT BELOW GRADE, EMT CONDUIT CONCEAL IN WALL AND ABOVE
CEILING, RIGID STEEL CONDUIT ON EXTERIOR WALL OR ROOF.

THE LOCATION AND ROUTE OF CONDUITS AND RACEWAYS IN ALL
ELECTRICAL DRAWINGS IN THESE SET OF DOCUMENT ARE SCHEMATIC.
ALL CONDUIT RACEWAYS SHALL BE INSTALLED PARALLEL OR
PERPENDICULAR TO THE BUILDING STRUCTURE WITH THE MINIMUM
LENGTH AS POSSIBLE.

ORK SPACE FOR SERVICE / PANEL / EQUIPMENT.

/

U.S.A. — UNDERGROUND SERVICE ALERT
CALL BEFORE YOU DIG:

1-800—-642—-2444

THE

FROM SOURCES BELIEVED TO BE RELIABLE. HOWEVER, THEY HAVE NOT

BEEN

LOCATION OF EXISTING UNDERGROUND UTILITIES WERE TAKEN
INDEPENDENTLY VERIFIED BY THE OWNER OR THIS ENGINEER.

THE CONTRACTORS SHALL DETERMINE THE EXACT LOCATION OF ALL
h EXISTING UTILITIES BEFORE COMMENCING WORK, AND AGREES TO BE
FULLY RESPONSIBLE FOR ANY AND ALL DAMAGES WHICH MIGHT BE
OCCASIONED BY THE CONTRACTOR’S FAILURE TO EXACTLY LOCATE

/L1111
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AND

PRESERVE ANY AND ALL UNDERGROUND UTILITIES.

N

OTIFY OWNER 72 HOURS PRIOR
TO ANY EXCAVATION

(CODE RULES AND REGULATIONS

ALL WORK AND MATERIAL SHALL BE IN FULL ACCORDANCE WITH THE LATEST RULES AND
REGULATIONS OF THE STATE FIRE MARSHAL, THE CALIFORNIA ELECTRICAL CODE; THE
SAFETY ORDERS OF THE DIMSION OF INDUSTRIAL SAFETY AND OTHER APPLICABLE STATE
LAWS OR REGULATIONS. NOTHING IN THESE PLANS OR SPECIFICATIONS IS TO BE
CONSTRUED TO PERMIT WORK NOT CONFORMING TO THESE CODES OR OTHERS APPLICABLE
TO THIS SUBJECT. NEC 2010, NFPA 2007, STATE OF CALIFORNIA ENERGY CONSERVATION
REGULATION, TITLE 24 2009.
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